D DEKRA

CERTIFICATE

o EU-Type Examination

(2) Equipment or protective systems intended for use in
potentially explosive atmospheres - Directive
2014/34/EU
(3) EU-Type Examination Certificate Number: KEMA 03ATEX2383 Issue Number: 3
(4) Product: Level and Float Switches, Model L4 and V4
(5) Manufacturer:  Dwyer Instruments Inc.
(6) Address: 102 Indiana Highway 212, Michigan City, IN 46360 USA
(7) This product and any acceptable variation thereto is specified in the schedule’to/this/ certificate/and the documents

therein referred to.

(8) DEKRA Certification B.V., Notified Body number 0344 in accordance with Article/17/0f Directive 2014/34/EU of  the
European Parliament and of the Council, dated 26 _Eebruary 2014, certifies that/ihis/ product has been found |to
comply with the Essential Health and Safety Requirements relating 10/the/ design/and constructlon of products
intended for use in potentially explosive atmospheres giveninAnnex II (o} the Dlrectlve /),

"E‘ R11.0077/01,

The examination and test results are recorded in confidential test reportvnu rber/Ni

9) Compliance with the Essential Health-and Safety Requirementsh
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(10) If the sign "X” is placed after’the certlflcate number it |nd ates 4a,t’ &/ pre d / jec 19 péb’iﬁcgconditions

(11)

by this certificate!

(12) The marking of the product/shall include/the following;

12G//Ex/db lIB'T6Gb or
12/G// Ex db IB'T5Gb or
2G//Ex db'lIB'T4 Gb or
12/ G/ /Ex/db/lIB/145 ?C/(T3) Gb

Date of certification: | 7 October 2016

DEKRA Certification B.V.
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L.G. van Schie
Certification Manager Page 1/2

PRODUCTS © Integral publication of this certificate and adjoining reports is allowed. This Certificate may only be reproduced
RvAC 001 in its entirety and without any change.

DEKRA Certification B.V. Meander 1051, 6825 MJ Arnhem P.O. Box 5185, 6802 ED Arnhem The Netherlands
T +31 88 96 83000 F +31 88 96 83100 www.dekra-certification.com Registered Arnhem 09085396



D DEKRA

13 SCHEDULE
(14)  to EU-Type Examination Certificate KEMA 03ATEX2383 Issue No. 3

(15) Description
The Level and Float Switches, Models L4 and V4 are float and vane displacer operated switches.
For details on the nomenclature, thermal data and electrical data see Annex 1 to this certificate.
Installation instructions
The instructions provided with the product shall be followed in detail to assure safe operation.
(16)  Report Number
No. NL/DEK/ExTR11.0077/01.
(17)  Specific conditions of use
None.
(18)  Essential Health and Safety Requirements
Covered by the standards listed at item (9).
(19) Test documentation
As listed in Report No. NL/DEK/ExTR11.0077/01.

(20)  Certificate history

Issue 1 - 203099400 Initial certificate
Issue 2 - 214633600 Update standard editions
Issue 3 - 381546300 Update standard editions, add metric conduit entry
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