Model SV120 Solenoid Valve
for the Series SAV Angle Seat Valves

Instructions for Installing Solenoid Valves

1. Examine valve for transport damage.

2. Compare the technical description of valve on valve tag (on top of the coil) with your application requirements.

3. Keep dirt and debris out of valve and piping.

4. Flow arrows on valve indicate flow direction.

5. **Do not** use valve or coil as a lever when installing.

6. Make all electrical and plumbing connections in accordance with federal, state and local regulations.

7. For technical support call - Dwyer Instruments, Inc. (219) 879-8868 or Fax (219) 872-9057 and ask for Technical Department.
Instructions for Electrical Plug

1. Place your 18 gauge SVT or equal wire into #7, 6, 5 and 4 in that order.

2. Terminate your wire into the cable fixing screws #3 and the other pole screw termination.

3. The ground or earth termination lies in-between #3 and the other termination screw.

4. Reassemble the connector. You are ready to connect to valve.

5. You must observe all Federal, State and local regulations when using this equipment.